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Joshua Drafting
Joshua T. Runyan
16817 Solana Ln.

Canyon Country, CA. 91351
(661)753-6765

www.joshuadrafting.com

03/23/23

25135 Anza Dr.
Valencia CA 91355
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Overall Site Dimension Plan
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FIRE EXTINGUISHER
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SIGN

EMERGENCY
EXIT PATH
48" MINIMUM
FIRE CLEARANCE

Electrical Equip.

None

TEST VALVE

FIRE CONTROL PANEL
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93'-2"93'-2"

148'-10"

Sq. Ft = 13,865Sq. Ft = 13,865
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Richard Deutsch
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